
DOUBLE LAYER INSULRAP

POLYISOSYANURATE

OR

POLYSTYRENE

INSULATION

CONCRETE

SUPPORT

BOTTOM OF TRENCH

POLYISOSYANURATE

OR

POLYSTYRENE

INSULATION

CELLULAR GLASS

INSULATION SUPPORT

INSULRAP

PIPE

INSULSHIELD

6" MINIMUM

PAST SUPPORT

DETAIL SHOWING THE USE OF INSULATION OTHER THAN CELLULAR GLASS ON THE SYSTEM, IF CELLULAR 

GLASS IS USED ON THE ENTIRE SYSTEM, IGNORE OTHER INSULATIONS SHOWN (DO NOT USE FIBERGLASS)
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